To study the reasons for the low efficiency of jet centrifugal pumps (JCPs) and the mechanism of unsteady flow characteristics under multiple conditions, taking a JET750G1 JCP as the object, three-dimensional steady and unsteady numerical calculations of the model pump were carried out using the k?? turbulence model. The transient fluctuation characteristics of the flow field in the major flow passage components and the spatial and temporal evolution laws of vortices in the rotor?stator cascades were analyzed. The accuracy of the numerical method was verified by experiments. The results show that there are various scales of flow distortion phenomena in the chamber of the JCP, such as eddies, blockage of the flow passage, recirculation, secondary flow, and circulation, which not only cause great hydraulic loss, but also destroy the flow stability, symmetry, and balance in the other flow passage components. This is an important reason for the obviously lower efficiency of a JCP compared to a general centrifugal pump. The spatial and temporal evolution laws of vortices in the rotor?stator cascades are mainly related to the relative positions of the impeller blades and guide vane blades. The formation mechanism of the unsteady flow field fluctuation characteristics of JCPs is mainly related to the number of blades in the rotor?stator cascades and the operation parameters of the pump. The fluctuation intensity of the flow field inside the impeller and guide vane is obviously greater than that in the other flow areas, reflecting that the rotor?stator interaction is the decisive factor affecting the unsteady flow characteristics of a JCP under multiple conditions.
Introduction
The flow passage components of a jet centrifugal pump (JCP) have relatively more complex internal flow, which leads them to have shortcomings such as low efficiency, easy cavitation, and high noise. However, JCPs have been widely used in many industries and fields because of their good low-level water-lifting capacity and self-priming performance [1, 2] . Compared with a general centrifugal pump, the JCP has an additional self-circulating ejector device at the impeller inlet [3] ; therefore, its working principle is rather special. As a self-priming pump, the analysis, optimization, and improvement of the self-priming performance of the JCP using numerical or experimental methods has been the research focus of scholars. Wang et al. [4] performed unsteady calculations of a typical self-priming centrifugal pump and simulated the gas-fluid two-phase flow in the self-priming process. It was found that the whole self-priming process of a self-priming pump can be divided into three stages: the initial self-priming stage, the middle self-priming stage, and the final self-priming stage. Wang et al. [5] numerically studied the influence of adding anti-circulation ribs at the back of the guide vane on gas-liquid mixing and separation in the pump chamber using the Euler-Euler multiphase model. The results showed that adding ribs could reduce the gas-phase volume fraction at the inlet of the ejector and the outlet of the nozzle, improving the gas-phase volume fraction at the outlet of the pump chamber and the self-priming performance. In addition, the authors of [6] optimized the structural parameters of the jet and impeller by an orthogonal experimental method, which improved the pump efficiency by about 5% under the design conditions. Liu et al. [7, 8] studied the effects of different combinations of geometric parameters such as the total length, angle, outlet length, and outlet diameter of the ejector on the gas-liquid flow of the pump and obtained the optimum combination of parameters of the ejector. They added a diversion device at the outlet of the impeller of the JCP and found that the gap between the separating flow board and impeller could not only prevent the formation of circulation of the fluid, reduce hydraulic loss, and improve the efficiency of the pump, but also quicken the mixing of the gas and liquid near the gap and shorten the self-priming time of the pump. Wang et al. [9] studied the self-priming process of a JCP by numerical and experimental methods and analyzed the gas-liquid mixing, separation, and escape, as well as the variation of the velocity, pressure, and volume fraction of gas in the pump during the self-priming process. Zhang et al. [10] experimentally studied the cavitation and energy characteristics of a JCP at different installation heights and numerically analyzed flow characteristics at 0-m heights based on the k-ω turbulence model and Zwart-Gerber-Belamri cavitation model. They reported that high-speed reflux and strong shear flow in the ejector are important reasons for the low efficiency and easy cavitation of the pump.
With the rapid development of computer technology and numerical theory, computational simulation has been widely used in the field of hydraulic machinery. Scholars have performed many studies on the steady or unsteady flow field characteristics of JCPs [11] [12] [13] [14] [15] , but they have not yet given a reasonable and full account of the low efficiency and the formation mechanism of unsteady fluctuation characteristics. In this paper, a numerical method was employed to study the unsteady flow characteristics of a JET750G1 JCP under multiple conditions. The reasons for the low efficiency and the formation mechanism of the unsteady flow characteristics of the pump are analyzed with respect to the flow pattern, distribution characteristics of the time-averaged flow field and fluctuation intensity, spatial and temporal evolution process of vortices in the rotor-stator cascades, and pressure fluctuation characteristics in the major flow passage components. This provides a theoretical basis for the design and optimization of JCPs with high efficiency and low energy consumption.
Research Method and Model

The Model Pump
The parameters of the model JCP are as follows: rated flow Q d = 2.5 m 3 /h, rated water head H d = 23 m, rated efficiency η d = 20%, rotational speed n = 2850 r/min, shaft-passing frequency SPF = 47.5 Hz, blade-passing frequency of impeller BPF I = 285 Hz, and blade-passing frequency of guide vane BPF G = 237.5 Hz. The main geometric parameters of the impeller and guide vane are listed in Table 1 . Two-and three-dimensional structure diagrams of the model pump are shown in Figure 1 . 
Numerical Method
The whole computational domain included the impeller, guide vane, ejector, front pump cavity, back pump cavity, inlet pipe, outlet pipe, and pump chamber. ANSYS-ICEM (16.0 ANSYS, Inc., Canonsburg, PA, USA) was employed to construct the discrete computational domain; hexahedral structured meshes were employed to form the computational domain of the impeller, guide vane, and ejector nozzle and tube, and tetrahedral unstructured meshes were employed to form the other flow passage components. The grid independence verification is shown in Table 2 , which is divided into six mesh schemes according to the density of the grid. While the accuracy and efficiency of the calculation were taken into account, comparing the head prediction value of different schemes, among schemes 4, 5 and 6, increasing the amount of mesh does not have too much of an influence on the result, which means that scheme 4 has enough accuracy. Therefore, scheme 4 was chosen as the final computational mesh to conduct the simulation. The meshes of the impeller, guide vane, and jet of the model pump are shown in Figure 2 . CFX 16.0 (16.0, ANSYS Inc., Pittsburgh, PA, USA) was employed for the flow field calculations. The impeller flow fields were calculated in the rotating coordinate system in the multi-coordinate system, and the flow fields of the other components were calculated in the stationary coordinate system. The k-ω turbulence model was adopted, as the performance of this model is better than that of the k-ε model in near-wall flow analysis [16] . GGI (general grid interface) technology was employed to exchange data between the rotor and stator. Pressure inlet and velocity outlet boundary conditions were set, and the inlet pressure values were set according to the values obtained from 
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Numerical Validation
Validation of the numerical calculation of the flow fields was performed at the JCP test bed for hydraulic performance and hydrodynamic noise in the Key Laboratory of Fluid Machinery and Systems, Gansu Province. The test device consists of two parts: an operation system and a data acquisition system. The operation system meets the requirements of the operation of the pump under various conditions, including pump, circulation pipeline, motor, valves, frequency converter, and water box; the data acquisition system collects the relevant transient and steady physical quantities generated during the operation of the pump by various sensors, and then converts it into identifiable data signals through a series of processing. The related instruments include the computer, pressure sensors, flowmeter, measuring instrument of electric power, and tachometer. The flow of the pump can be changed by adjusting the inlet valve. The test system is shown in Figure 3a . experiments. All the solid walls were provided with non-slip wall conditions, and the roughness was set to 25 μm according to actual processing. In the steady simulation process, the interface models between rotating-stationary and stationary-stationary domains were selected as a frozen-rotor and general connection, while the governing equations were solved by a second-order upwind formula. For transient simulation, the transient rotor-stator interface model was used for the rotatingstationary interface, while the time-term was discreted by a second-order implicit scheme. The timestep size determines the precision of post-processing; therefore, the setting of the time-step requires an adequate response resolution to the flow field fluctuation. Finally, the time-step is 0.000117 s, which means that the impeller rotates about 2 degrees per time-step and 180 steps in a circle. All residuals were less than 10 -5 .The simulation was completed on a workstation with 20 cores and 128 GB of memory. For a model, it takes 90 min to complete 2000 steps of steady calculation, and about 1000 min to complete the transient calculation of 13 impeller cycles.
Validation of the numerical calculation of the flow fields was performed at the JCP test bed for hydraulic performance and hydrodynamic noise in the Key Laboratory of Fluid Machinery and Systems, Gansu Province. The test device consists of two parts: an operation system and a data acquisition system. The operation system meets the requirements of the operation of the pump under various conditions, including pump, circulation pipeline, motor, valves, frequency converter, and water box; the data acquisition system collects the relevant transient and steady physical quantities generated during the operation of the pump by various sensors, and then converts it into identifiable data signals through a series of processing. The related instruments include the computer, pressure sensors, flowmeter, measuring instrument of electric power, and tachometer. The flow of the pump can be changed by adjusting the inlet valve. The test system is shown in Figure 3a . Comparison curves of the hydraulic performance between the experiment and numerical simulation are shown in Figure 3b . It can be seen that the variation trends of the performance curves are consistent between the numerical calculation and experiment, and the values at different working points are close. The maximum error in the water head was 4.6%, and that in efficiency was 4.1%, which proves the accuracy of the calculation results. Comparison curves of the hydraulic performance between the experiment and numerical simulation are shown in Figure 3b . It can be seen that the variation trends of the performance curves are consistent between the numerical calculation and experiment, and the values at different working points are close. The maximum error in the water head was 4.6%, and that in efficiency was 4.1%, which proves the accuracy of the calculation results.
Analysis of the Velocity Vector and Streamline
The velocity vector and streamline diagrams through the inlet and outlet tangent planes of the JCP under four conditions are shown in Figure 4 ; 0.2 Q d , 0.6 Q d , 1.4 Q d represent conditions at which the pump provides 20%, 60%, and 140% of the rated flow, respectively. It can be seen that there are obvious eddies in the lower half of the pump chamber near the inlet side under each condition; the flow velocity in this area is slow, and the flow passage is seriously blocked, which affects the normal flow in the upstream and downstream flow passage components and leads to obvious recirculation at the border of the impeller and ejector. Under the conditions of small flow rates, there are eddies near the outlet in the upper half of the pump chamber, and the smaller the flow rate, the more obvious the eddies. The eddies in the upper and lower sides of the pump chamber cause a blockage of the outlet channels in both sides of the ejector tube, where the flow is relatively more symmetrical. With the increasing flow rate, the eddies in the upper side of the pump chamber gradually weaken, while the eddies in the lower side gradually strengthen, and the flow in the ejector tube shows a tendency of upward deviation. There is obvious circulation movement in the pump chamber, and the flow patterns of the left and right sides are also not balanced; this is related to the asymmetry of the guide vane blades, of which there are five. There is a counter-clockwise eddy along the circumferential direction near the right-hand side of the outlet pipeline in the pump chamber, and the greater the flow rate, the greater the eddy. The area with the fastest velocity in the pump chamber is located in the circle near the ejector tube, and the flow in this area is very complicated. 
The velocity vector and streamline diagrams through the inlet and outlet tangent planes of the JCP under four conditions are shown in Figure 4 ; 0.2 Qd, 0.6 Qd, 1.4 Qd represent conditions at which the pump provides 20%, 60%, and 140% of the rated flow, respectively. It can be seen that there are obvious eddies in the lower half of the pump chamber near the inlet side under each condition; the flow velocity in this area is slow, and the flow passage is seriously blocked, which affects the normal flow in the upstream and downstream flow passage components and leads to obvious recirculation at the border of the impeller and ejector. Under the conditions of small flow rates, there are eddies near the outlet in the upper half of the pump chamber, and the smaller the flow rate, the more obvious the eddies. The eddies in the upper and lower sides of the pump chamber cause a blockage of the outlet channels in both sides of the ejector tube, where the flow is relatively more symmetrical. With the increasing flow rate, the eddies in the upper side of the pump chamber gradually weaken, while the eddies in the lower side gradually strengthen, and the flow in the ejector tube shows a tendency of upward deviation. There is obvious circulation movement in the pump chamber, and the flow patterns of the left and right sides are also not balanced; this is related to the asymmetry of the guide vane blades, of which there are five. There is a counter-clockwise eddy along the circumferential direction near the right-hand side of the outlet pipeline in the pump chamber, and the greater the flow rate, the greater the eddy. The area with the fastest velocity in the pump chamber is located in the circle near the ejector tube, and the flow in this area is very complicated. The above analysis shows that there exist various sizes and scales of eddies, channel blockage, back flow, secondary flow, circulation, and other phenomena of flow field distortion in the pump chamber under multiple conditions. These not only result in great hydraulic losses but also destroy the stability, symmetry, and balance of other flow passage components, and are an important reason for the JCP's efficiency being significantly lower than that of a general centrifugal pump.
Analysis of Unsteady Flow Field Characteristics Based on a Statistical Method
The unsteady flow characteristics of the model pump were analyzed by a statistical method. The unsteady physical quantities include two parts on each grid node (x, y, z) of the flow domain, the time-averaged component φ and the periodic component  φ , where the periodic component represents the variation of the physical quantities in a rotation period of the impeller [17] . The two components are respectively expressed as follows: The above analysis shows that there exist various sizes and scales of eddies, channel blockage, back flow, secondary flow, circulation, and other phenomena of flow field distortion in the pump chamber under multiple conditions. These not only result in great hydraulic losses but also destroy the stability, symmetry, and balance of other flow passage components, and are an important reason for the JCP's efficiency being significantly lower than that of a general centrifugal pump.
The unsteady flow characteristics of the model pump were analyzed by a statistical method. The unsteady physical quantities include two parts on each grid node (x, y, z) of the flow domain, the time-averaged component φ and the periodic component φ, where the periodic component represents the variation of the physical quantities in a rotation period of the impeller [17] . The two components are respectively expressed as follows:
where n, N, and t 0 are grid nodes, the number of samples in an impeller rotating period, and the starting time of the rotation cycle, respectively. The non-dimensional standard deviation of the periodic component φ is defined as the flow field fluctuation intensity, including the pressure fluctuation intensity, velocity fluctuation intensity, turbulence energy fluctuation intensity, etc.
The pressure fluctuation intensity is expressed as:
The velocity fluctuation intensity is expressed as:
The turbulence energy fluctuation intensity is expressed as:
where U 2 means the circumferential speed at the impeller outlet. Figure 5 shows the time-averaged distribution contours of pressure on two planes under four conditions. It can be seen that the pressure in each flow passage component decreases gradually with the increasing flow rate. At small flow rates, the lowest area of pressure is located at the ejector nozzle outlet. As the flow rate increases, the lowest area gradually shifts and expands to the middle of the ejector tube, which shows that unlike the cavitation of a general centrifugal pump, which first occurs in the inlet area of the impeller, the cavitation of a JCP first occurs in the ejector. Figure 6 shows the time-averaged distribution contours of absolute velocity on two planes under four conditions. It can be seen that the difference in velocity is small in the pump chamber, guide vane, and impeller among the different working conditions, but it is large in the ejector nozzle and tube, and the largest velocity appears in the area of the nozzle exit. As the flow rate increases, the velocity in the ejector nozzle and tube decreases gradually and the distribution symmetry becomes worse and worse, showing characteristics of upward inclination. By comparing with Figure 4 , we can see that this is because with the increasing flow rate, the blockage in the upper side of the ejector exit gradually weakens while it gradually increases in the lower side, and the flow then moves upward. Figure 7 shows the time-averaged distributions of turbulent kinetic energy contours on two planes under four conditions. As can be seen in the figure, the turbulent kinetic energy is greater in the ejector tube and nozzle under every condition. At small flow rates, the maximum value is located around the nozzle outlet. By comparing with Figure 6 , it can be seen that this is due to the mixing of high-speed flow at the nozzle outlet and low-speed flow from the pump inlet in this area, which leads to some larger vortices around the nozzle area and very violent turbulent movement. As the flow rate increases, the turbulent kinetic energy at the inlet of the impeller increases gradually, while it decreases gradually at the junction area of the rotor-stator cascades. Similar to the distribution of the velocity field, the turbulent kinetic energy field in the ejector tube shifts upward with the increasing flow rate. Figure 7 shows the time-averaged distributions of turbulent kinetic energy contours on two planes under four conditions. As can be seen in the figure, the turbulent kinetic energy is greater in the ejector tube and nozzle under every condition. At small flow rates, the maximum value is located around the nozzle outlet. By comparing with Figure 6 , it can be seen that this is due to the mixing of high-speed flow at the nozzle outlet and low-speed flow from the pump inlet in this area, which leads to some larger vortices around the nozzle area and very violent turbulent movement. As the flow rate increases, the turbulent kinetic energy at the inlet of the impeller increases gradually, while it decreases gradually at the junction area of the rotor-stator cascades. Similar to the distribution of the velocity field, the turbulent kinetic energy field in the ejector tube shifts upward with the increasing flow rate. Figure 7 shows the time-averaged distributions of turbulent kinetic energy contours on two planes under four conditions. As can be seen in the figure, the turbulent kinetic energy is greater in the ejector tube and nozzle under every condition. At small flow rates, the maximum value is located around the nozzle outlet. By comparing with Figure 6 , it can be seen that this is due to the mixing of high-speed flow at the nozzle outlet and low-speed flow from the pump inlet in this area, which leads to some larger vortices around the nozzle area and very violent turbulent movement. As the flow rate increases, the turbulent kinetic energy at the inlet of the impeller increases gradually, while it decreases gradually at the junction area of the rotor-stator cascades. Similar to the distribution of the velocity field, the turbulent kinetic energy field in the ejector tube shifts upward with the increasing flow rate. Figure 8 shows the distributions of pressure fluctuation intensity contours on two planes under four conditions. It can be seen that the pressure fluctuation intensity in the impeller and guide vane is obviously greater than that in other flow passage components, which is influenced by the rotorstator interaction. The maximum value of the intensity appears near the pressure surface of the impeller outlet. As the flow rate increases, the fluctuation intensity decreases gradually near the junction area of the impeller and guide vane, but it increases gradually at the impeller inlet. Figure 8 shows the distributions of pressure fluctuation intensity contours on two planes under four conditions. It can be seen that the pressure fluctuation intensity in the impeller and guide vane is obviously greater than that in other flow passage components, which is influenced by the rotor-stator interaction. The maximum value of the intensity appears near the pressure surface of the impeller outlet. As the flow rate increases, the fluctuation intensity decreases gradually near the junction area of the impeller and guide vane, but it increases gradually at the impeller inlet. Figure 8 shows the distributions of pressure fluctuation intensity contours on two planes under four conditions. It can be seen that the pressure fluctuation intensity in the impeller and guide vane is obviously greater than that in other flow passage components, which is influenced by the rotorstator interaction. The maximum value of the intensity appears near the pressure surface of the impeller outlet. As the flow rate increases, the fluctuation intensity decreases gradually near the junction area of the impeller and guide vane, but it increases gradually at the impeller inlet. Figure 9 shows the distributions of velocity fluctuation intensity contours on two planes under four conditions. It can be seen that, similar to the law of the pressure fluctuation intensity distribution, the velocity fluctuation intensity in the impeller and guide vane is obviously greater than that in other flow passage components due to the rotor-stator interaction, and the maximum intensity appears in the impeller inlet area; with the increasing flow rate, the velocity fluctuation intensity increases gradually at all positions. Figure 9 shows the distributions of velocity fluctuation intensity contours on two planes under four conditions. It can be seen that, similar to the law of the pressure fluctuation intensity distribution, the velocity fluctuation intensity in the impeller and guide vane is obviously greater than that in other flow passage components due to the rotor-stator interaction, and the maximum intensity appears in the impeller inlet area; with the increasing flow rate, the velocity fluctuation intensity increases gradually at all positions. Figure 10 shows the distribution contours of the turbulent kinetic energy fluctuation intensity on two planes under four conditions. It can be seen that the region of the largest intensity is at the impeller inlet, which is similar to the distribution law of the velocity fluctuation intensity. As the flow rate increases, the fluctuation intensity in the impeller inlet increases gradually, while it decreases gradually in the junction area of the rotor-stator cascades.
Time-Averaged Distribution Characteristics of the Flow Field
Distribution Characteristics of the Fluctuation Intensity of the Flow Field
The analysis of Figures 8-10 shows that the fluctuation intensity of the flow field in the impeller and guide vane is obviously greater than that in other flow passage areas, reflecting that the rotorstator interaction plays a decisive role in the unsteady fluctuation intensity of the flow field of a JCP. Figure 10 shows the distribution contours of the turbulent kinetic energy fluctuation intensity on two planes under four conditions. It can be seen that the region of the largest intensity is at the impeller inlet, which is similar to the distribution law of the velocity fluctuation intensity. As the flow rate increases, the fluctuation intensity in the impeller inlet increases gradually, while it decreases gradually in the junction area of the rotor-stator cascades.
The analysis of Figures 8-10 shows that the fluctuation intensity of the flow field in the impeller and guide vane is obviously greater than that in other flow passage areas, reflecting that the rotor-stator interaction plays a decisive role in the unsteady fluctuation intensity of the flow field of a JCP.
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The analysis of Figures 8-10 shows that the fluctuation intensity of the flow field in the impeller and guide vane is obviously greater than that in other flow passage areas, reflecting that the rotorstator interaction plays a decisive role in the unsteady fluctuation intensity of the flow field of a JCP. 
Analysis of Spatial-Temporal Evolution of Vortices in the Rotor-Stator Cascades
To understand the formation mechanism of the unsteady characteristics of the flow field in the JCP, in this section, the formation and evolution process of vortices in the impeller and guide vane of the JCP under four conditions is studied by a transient analysis method. Figures 11-14 show the spatial and temporal evolution processes of the vortices in the stator and rotor cascades during a 1/6 cycle (60 degrees) of impeller rotation under four conditions. Since the impeller of the model pump contains six blades evenly arranged in the circumferential direction, a 1/6 cycle of the flow process actually reflects the transient flow characteristics of the pump during the whole operating period.
It can be seen that the vortices in every impeller passage underwent a process from generation to disappearance in each operating condition within 1/6 of a cycle, but the intensity and pattern of the vorticity were unique in different passages and time. This is because, on the one hand, the number of impeller and guide vane blades was different, and on the other hand, from the velocity vector and streamline analysis of the pump chamber in the previous section, there is flow asymmetry in the upper, lower, left, and right parts of the pump chamber. The process from generation to disappearance of the vortices is related to the constant change of the relative positions of the impeller blades and guide vane blades. When the outlet flow in a channel of the impeller is divided by a guide vane and flows into two adjacent guide vane channels, backflow and vorticity will arise in the impeller outlet near the pressure surface. When a vortex exists in the impeller channel, blockage of the flow path will occur in the inlet of the guide vane. The more obvious the vortex is, the more serious the blockage, which will affect the normal and steady flow in the guide vane. By comparing the vortex evolution processes under different conditions, it can be seen that the smaller the flow rate of the pump, the more obvious the vortices and the more serious the blockage of the flow passage, but their evolution law is basically the same. The above analysis results show that the temporal and spatial evolution processes and law of vortices in the rotor and stator cascades are closely related to the relative positions of the impeller blades and the guide vane blades. Therefore, the design of impeller or guide vane geometry and the optimization of the internal flow field of JCPs should focus on the overall matching of rotor and stator cascades. 
Pressure Fluctuation Characteristics of the Main Flow Passage Components
In this section, we analyze in the time and frequency domains the pressure fluctuation characteristics of the flow field inside the main flow passage components of the model pump under the rated operating conditions. Figure 15 shows a schematic diagram of the positions of the monitoring points in each component. 
In this section, we analyze in the time and frequency domains the pressure fluctuation characteristics of the flow field inside the main flow passage components of the model pump under the rated operating conditions. Figure 15 Figure 16 shows the time and frequency domain diagrams of pressure fluctuation for the monitoring points at the middle streamline of a single impeller channel when the monitoring points are stationary relative to the fixed coordinate system. The time domain diagram is the variation curve over two impeller rotation cycles (the same is true below). It can be seen that when the impeller rotates one full circle, the number of pressure fluctuation waves at each monitoring point is consistent with the number of impeller blades-six similar periodic waveforms. From Figure 16b , we can see that the dominant frequency of pressure fluctuation at each monitoring point is BPFI, and it has obvious amplitudes at other low-order frequency multiplications of BPFI. Along the direction of radius increase, the pressure fluctuation curves rise overall, but the fluctuation amplitude does not change much. Figure 17 shows the time and frequency domain diagrams of pressure fluctuation for the monitoring points at the middle streamline of a single impeller passage when the monitoring points are stationary relative to the rotating coordinate system. From Figure 17a , it can be seen that there are five obvious similar waveforms at each monitoring point when the impeller rotates one full cycle, which is consistent with the number of guide vanes (of which there are five). The pressure fluctuation curve at each monitoring point rises overall with the radius, but the law of variation with time is basically the same. Figure 17b shows that the dominant frequency of pressure fluctuation at all the Figure 16 shows the time and frequency domain diagrams of pressure fluctuation for the monitoring points at the middle streamline of a single impeller channel when the monitoring points are stationary relative to the fixed coordinate system. The time domain diagram is the variation curve over two impeller rotation cycles (the same is true below). It can be seen that when the impeller rotates one full circle, the number of pressure fluctuation waves at each monitoring point is consistent with the number of impeller blades-six similar periodic waveforms. From Figure 16b , we can see that the dominant frequency of pressure fluctuation at each monitoring point is BPF I , and it has obvious amplitudes at other low-order frequency multiplications of BPF I . Along the direction of radius increase, the pressure fluctuation curves rise overall, but the fluctuation amplitude does not change much. Figure 16 shows the time and frequency domain diagrams of pressure fluctuation for the monitoring points at the middle streamline of a single impeller channel when the monitoring points are stationary relative to the fixed coordinate system. The time domain diagram is the variation curve over two impeller rotation cycles (the same is true below). It can be seen that when the impeller rotates one full circle, the number of pressure fluctuation waves at each monitoring point is consistent with the number of impeller blades-six similar periodic waveforms. From Figure 16b , we can see that the dominant frequency of pressure fluctuation at each monitoring point is BPFI, and it has obvious amplitudes at other low-order frequency multiplications of BPFI. Along the direction of radius increase, the pressure fluctuation curves rise overall, but the fluctuation amplitude does not change much. Figure 16 . The time and frequency domain diagrams of pressure fluctuation for the monitoring points at the middle streamline of a single impeller channel when the monitoring points are stationary relative to the fixed coordinate system. Figure 17 shows the time and frequency domain diagrams of pressure fluctuation for the monitoring points at the middle streamline of a single impeller passage when the monitoring points are stationary relative to the rotating coordinate system. From Figure 17a , it can be seen that there are five obvious similar waveforms at each monitoring point when the impeller rotates one full cycle, which is consistent with the number of guide vanes (of which there are five). The pressure fluctuation curve at each monitoring point rises overall with the radius, but the law of variation with time is basically the same. Figure 17b shows that the dominant frequency of pressure fluctuation at all the Figure 16 . The time and frequency domain diagrams of pressure fluctuation for the monitoring points at the middle streamline of a single impeller channel when the monitoring points are stationary relative to the fixed coordinate system. Figure 17 shows the time and frequency domain diagrams of pressure fluctuation for the monitoring points at the middle streamline of a single impeller passage when the monitoring points are stationary relative to the rotating coordinate system. From Figure 17a , it can be seen that there are five obvious similar waveforms at each monitoring point when the impeller rotates one full cycle, which is consistent with the number of guide vanes (of which there are five). The pressure fluctuation curve at each monitoring point rises overall with the radius, but the law of variation with time is basically the same. Figure 17b shows that the dominant frequency of pressure fluctuation at all the monitoring points is 237.5 Hz, which is the BPF G , and obvious amplitudes appear at low-order frequency multiplications of the dominant frequency. As the monitoring point gets closer to the impeller outlet, the rotor and stator interference becomes more and more violent, so the fluctuation amplitude at each characteristic frequency becomes larger and larger. In addition, relatively small fluctuation amplitudes are also shown at the shaft-passing frequency and its multiplication frequency, which reflects the influence of the impeller operating parameters (pump rotation speed) on the unsteady flow field of the JCP. monitoring points is 237.5 Hz, which is the BPFG, and obvious amplitudes appear at low-order frequency multiplications of the dominant frequency. As the monitoring point gets closer to the impeller outlet, the rotor and stator interference becomes more and more violent, so the fluctuation amplitude at each characteristic frequency becomes larger and larger. In addition, relatively small fluctuation amplitudes are also shown at the shaft-passing frequency and its multiplication frequency, which reflects the influence of the impeller operating parameters (pump rotation speed) on the unsteady flow field of the JCP. Figure 18 shows the time and frequency domain diagrams of pressure fluctuation for monitoring points at the outlet edge of a single impeller channel. It can be seen from Figure 18a that when the impeller rotates one full circle, the pressure fluctuates five times, which is consistent with the number of guide vanes. However, the variation law with time is different: peaks and troughs occur at different times because the pressure fluctuation in the impeller is closely related to the relative positions of the guide vanes, and the guide vanes pass the monitoring point one by one, so the wave peaks or troughs appear in turn. Figure 18b shows that the dominant frequency of pressure fluctuation for all of the points is BPFG, and there are obvious amplitudes at low-order frequency multiplications of BPFG. At the dominant frequency, the fluctuation amplitude in the middle region of the flow channel is larger, while that at the points near the pressure or suction surface is relatively small. The analysis results from Figures 16-18 show that the pressure fluctuation characteristics of the impeller flow field are mainly related to the number of impeller blades and the speed of the impeller when the monitoring points are stationary relative to the fixed coordinate system. The pressure fluctuation characteristics of the impeller flow field are determined by the number of guide vane Figure 18 shows the time and frequency domain diagrams of pressure fluctuation for monitoring points at the outlet edge of a single impeller channel. It can be seen from Figure 18a that when the impeller rotates one full circle, the pressure fluctuates five times, which is consistent with the number of guide vanes. However, the variation law with time is different: peaks and troughs occur at different times because the pressure fluctuation in the impeller is closely related to the relative positions of the guide vanes, and the guide vanes pass the monitoring point one by one, so the wave peaks or troughs appear in turn. Figure 18b shows that the dominant frequency of pressure fluctuation for all of the points is BPF G , and there are obvious amplitudes at low-order frequency multiplications of BPF G . At the dominant frequency, the fluctuation amplitude in the middle region of the flow channel is larger, while that at the points near the pressure or suction surface is relatively small. monitoring points is 237.5 Hz, which is the BPFG, and obvious amplitudes appear at low-order frequency multiplications of the dominant frequency. As the monitoring point gets closer to the impeller outlet, the rotor and stator interference becomes more and more violent, so the fluctuation amplitude at each characteristic frequency becomes larger and larger. In addition, relatively small fluctuation amplitudes are also shown at the shaft-passing frequency and its multiplication frequency, which reflects the influence of the impeller operating parameters (pump rotation speed) on the unsteady flow field of the JCP. Figure 18 shows the time and frequency domain diagrams of pressure fluctuation for monitoring points at the outlet edge of a single impeller channel. It can be seen from Figure 18a that when the impeller rotates one full circle, the pressure fluctuates five times, which is consistent with the number of guide vanes. However, the variation law with time is different: peaks and troughs occur at different times because the pressure fluctuation in the impeller is closely related to the relative positions of the guide vanes, and the guide vanes pass the monitoring point one by one, so the wave peaks or troughs appear in turn. Figure 18b shows that the dominant frequency of pressure fluctuation for all of the points is BPFG, and there are obvious amplitudes at low-order frequency multiplications of BPFG. At the dominant frequency, the fluctuation amplitude in the middle region of the flow channel is larger, while that at the points near the pressure or suction surface is relatively small. The analysis results from Figures 16-18 show that the pressure fluctuation characteristics of the impeller flow field are mainly related to the number of impeller blades and the speed of the impeller when the monitoring points are stationary relative to the fixed coordinate system. The pressure fluctuation characteristics of the impeller flow field are determined by the number of guide vane The analysis results from Figures 16-18 show that the pressure fluctuation characteristics of the impeller flow field are mainly related to the number of impeller blades and the speed of the impeller when the monitoring points are stationary relative to the fixed coordinate system. The pressure fluctuation characteristics of the impeller flow field are determined by the number of guide vane blades and the speed of the impeller when the monitoring points are stationary relative to the rotating coordinate system, and the farther the monitoring point is from the interface of the rotor and stator cascades, the weaker the fluctuation amplitude at the characteristic frequencies. Figure 19 shows the time and frequency domain diagrams of the pressure fluctuation characteristics for monitoring points at the inlet edge of a guide vane channel. Figure 19a shows that the pressure fluctuation at each monitoring point exhibits six periods in an impeller cycle, which is consistent with the number of impeller blades, but the variation laws with time are not identical. The times when peaks and troughs appear are different because the pressure fluctuation characteristics in the guide vane channel are closely related to the relative position of the impeller blades. The impeller blades pass the monitoring point one by one, so the wave peaks and troughs at that point appear in turn. Figure 19b shows that the dominant frequency of pressure fluctuation at all the monitoring points is BPF I , and there are obvious amplitudes at low-order frequency multiplications of BPF I . blades and the speed of the impeller when the monitoring points are stationary relative to the rotating coordinate system, and the farther the monitoring point is from the interface of the rotor and stator cascades, the weaker the fluctuation amplitude at the characteristic frequencies. Figure 19 shows the time and frequency domain diagrams of the pressure fluctuation characteristics for monitoring points at the inlet edge of a guide vane channel. Figure 19a shows that the pressure fluctuation at each monitoring point exhibits six periods in an impeller cycle, which is consistent with the number of impeller blades, but the variation laws with time are not identical. The times when peaks and troughs appear are different because the pressure fluctuation characteristics in the guide vane channel are closely related to the relative position of the impeller blades. The impeller blades pass the monitoring point one by one, so the wave peaks and troughs at that point appear in turn. Figure 19b shows that the dominant frequency of pressure fluctuation at all the monitoring points is BPFI, and there are obvious amplitudes at low-order frequency multiplications of BPFI. Figure 20 shows the time and frequency domain diagrams of the pressure fluctuation characteristics for monitoring points at the single-channel middle streamline of the guide vane. Figure 20a shows that the time domain characteristic curve of pressure fluctuation is related to the number of impeller blades. As the radius increases, the average pressure at each monitoring point increases as a whole, but it decreases at the outlet position of the positive guide vane; this is due to the gradual transition of the flow direction from the radial to the axial direction. Figure 20b shows that the dominant frequency of the pressure fluctuation is BPFI, and there are amplitudes at other frequency multiplications of BPFI. As the radius increases, the influence of the impeller on the guide vane gradually weakens, so the amplitude, in turn, decreases at characteristic frequencies, but it rises slightly at the outlet of the positive guide vane, where the flow is complex. Figure 20 shows the time and frequency domain diagrams of the pressure fluctuation characteristics for monitoring points at the single-channel middle streamline of the guide vane. Figure 20a shows that the time domain characteristic curve of pressure fluctuation is related to the number of impeller blades. As the radius increases, the average pressure at each monitoring point increases as a whole, but it decreases at the outlet position of the positive guide vane; this is due to the gradual transition of the flow direction from the radial to the axial direction. Figure 20b shows that the dominant frequency of the pressure fluctuation is BPF I , and there are amplitudes at other frequency multiplications of BPF I . As the radius increases, the influence of the impeller on the guide vane gradually weakens, so the amplitude, in turn, decreases at characteristic frequencies, but it rises slightly at the outlet of the positive guide vane, where the flow is complex. Figure 21 shows the time and frequency domain diagrams of the pressure fluctuation characteristics for monitoring points at the middle streamline of a return guide vane channel. Figure  21a shows that the fluctuation characteristics of the pressure inside the return guide vane in the time domain are basically the same as those of the positive guide vane. After the fluid passes through the monitoring point R5, the average pressure increases gradually along the outlet direction. Figure 21b shows that the characteristic frequencies of pressure fluctuation are BPFI and its low-order frequency multiplications, among which the dominant frequency is BPFI along the outlet direction. The amplitude of pressure fluctuation at the dominant frequency and other characteristic frequencies decreases monotonically, which is due to the influence of rotor-stator interaction becoming weaker and weaker as the monitoring point is farther away from the impeller. The analysis results of Figures 19-21 show that the pressure fluctuation characteristics of the fluid in the guide vane are mainly related to the number of impeller blades and impeller speed. The farther the monitoring point is from the interface of the rotor and stator cascades, the weaker the fluctuation amplitude at the characteristic frequency. Figure 22 shows the time and frequency domain diagrams of the pressure fluctuation characteristics for monitoring points in the pump chamber. Figure 22a shows that the pressure at the monitoring points in the pump chamber presents obvious periodic fluctuation characteristics in the time domain, and their fluctuation ranges and variation laws are very consistent. In a rotation period of the impeller, the pressure fluctuation has 30 peaks and troughs, which is the product of the number of impeller blades and the number of guide vane blades. Figure 22b shows that the amplitude of Figure 21 shows the time and frequency domain diagrams of the pressure fluctuation characteristics for monitoring points at the middle streamline of a return guide vane channel. Figure 21a shows that the fluctuation characteristics of the pressure inside the return guide vane in the time domain are basically the same as those of the positive guide vane. After the fluid passes through the monitoring point R5, the average pressure increases gradually along the outlet direction. Figure 21b shows that the characteristic frequencies of pressure fluctuation are BPF I and its low-order frequency multiplications, among which the dominant frequency is BPF I along the outlet direction. The amplitude of pressure fluctuation at the dominant frequency and other characteristic frequencies decreases monotonically, which is due to the influence of rotor-stator interaction becoming weaker and weaker as the monitoring point is farther away from the impeller. Figure 21 shows the time and frequency domain diagrams of the pressure fluctuation characteristics for monitoring points at the middle streamline of a return guide vane channel. Figure  21a shows that the fluctuation characteristics of the pressure inside the return guide vane in the time domain are basically the same as those of the positive guide vane. After the fluid passes through the monitoring point R5, the average pressure increases gradually along the outlet direction. Figure 21b shows that the characteristic frequencies of pressure fluctuation are BPFI and its low-order frequency multiplications, among which the dominant frequency is BPFI along the outlet direction. The amplitude of pressure fluctuation at the dominant frequency and other characteristic frequencies decreases monotonically, which is due to the influence of rotor-stator interaction becoming weaker and weaker as the monitoring point is farther away from the impeller. The analysis results of Figures 19-21 show that the pressure fluctuation characteristics of the fluid in the guide vane are mainly related to the number of impeller blades and impeller speed. The farther the monitoring point is from the interface of the rotor and stator cascades, the weaker the fluctuation amplitude at the characteristic frequency. Figure 22 shows the time and frequency domain diagrams of the pressure fluctuation characteristics for monitoring points in the pump chamber. Figure 22a shows that the pressure at the monitoring points in the pump chamber presents obvious periodic fluctuation characteristics in the time domain, and their fluctuation ranges and variation laws are very consistent. In a rotation period of the impeller, the pressure fluctuation has 30 peaks and troughs, which is the product of the number of impeller blades and the number of guide vane blades. Figure 22b shows that the amplitude of The analysis results of Figures 19-21 show that the pressure fluctuation characteristics of the fluid in the guide vane are mainly related to the number of impeller blades and impeller speed. The farther the monitoring point is from the interface of the rotor and stator cascades, the weaker the fluctuation amplitude at the characteristic frequency. Figure 22 shows the time and frequency domain diagrams of the pressure fluctuation characteristics for monitoring points in the pump chamber. Figure 22a shows that the pressure at the monitoring points in the pump chamber presents obvious periodic fluctuation characteristics in the time domain, and their fluctuation ranges and variation laws are very consistent. In a rotation period of the impeller, the pressure fluctuation has 30 peaks and troughs, which is the product of the number of impeller blades and the number of guide vane blades. Figure 22b shows that the amplitude of pressure fluctuation inside the pump chamber is obviously smaller than that at the impeller and guide vane, which is consistent with the analysis results of the pressure fluctuation intensity in Section 4.2. The dominant frequency of pressure fluctuation at each monitoring point is 1425 Hz, which is the frequency of the rotor and stator cascade encounter (impeller speed × impeller blade number × guide vane blade number). The difference in fluctuation amplitude is small among the different monitoring points at the dominant frequency and at the other characteristic frequencies. In addition, there are obvious fluctuation amplitudes when the frequency of the SPF doubles, which have an important influence on the unsteady fluctuation characteristics of the pump chamber. pressure fluctuation inside the pump chamber is obviously smaller than that at the impeller and guide vane, which is consistent with the analysis results of the pressure fluctuation intensity in Section 4.2. The dominant frequency of pressure fluctuation at each monitoring point is 1425 Hz, which is the frequency of the rotor and stator cascade encounter (impeller speed × impeller blade number × guide vane blade number). The difference in fluctuation amplitude is small among the different monitoring points at the dominant frequency and at the other characteristic frequencies.
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In addition, there are obvious fluctuation amplitudes when the frequency of the SPF doubles, which have an important influence on the unsteady fluctuation characteristics of the pump chamber. Figure 23 is the frequency domain diagram of the pressure fluctuation characteristics for the monitoring points in the ejector nozzle and tube. It can be seen that the pressure fluctuation characteristics of the flow field in the ejector are basically the same as those in the pump chamber. That is, the dominant frequency is the encounter frequency of the rotor and stator cascades. Within the ejector nozzle, the fluctuation amplitude at the dominant frequency decreases gradually along the flow direction. The closer the monitoring point is to the impeller, the greater the pressure fluctuation amplitude. It can be seen from Figure 23b that there are non-negligible fluctuation amplitudes at frequency multiplications of the SPF. The analysis results of Figures 22 and 23 show that the pressure fluctuation characteristics of the flow field in the pump chamber and ejector are the result of combined action, including the interaction of the number of impeller blades, the number of guide vane blades, and the speed of the impeller. The rotor-stator interaction affects not only the unsteady flow characteristics in the impeller and guide vanes, but also the pump chamber and ejector. Figure 23 is the frequency domain diagram of the pressure fluctuation characteristics for the monitoring points in the ejector nozzle and tube. It can be seen that the pressure fluctuation characteristics of the flow field in the ejector are basically the same as those in the pump chamber. That is, the dominant frequency is the encounter frequency of the rotor and stator cascades. Within the ejector nozzle, the fluctuation amplitude at the dominant frequency decreases gradually along the flow direction. The closer the monitoring point is to the impeller, the greater the pressure fluctuation amplitude. It can be seen from Figure 23b that there are non-negligible fluctuation amplitudes at frequency multiplications of the SPF. pressure fluctuation inside the pump chamber is obviously smaller than that at the impeller and guide vane, which is consistent with the analysis results of the pressure fluctuation intensity in Section 4.2. The dominant frequency of pressure fluctuation at each monitoring point is 1425 Hz, which is the frequency of the rotor and stator cascade encounter (impeller speed × impeller blade number × guide vane blade number). The difference in fluctuation amplitude is small among the different monitoring points at the dominant frequency and at the other characteristic frequencies.
In addition, there are obvious fluctuation amplitudes when the frequency of the SPF doubles, which have an important influence on the unsteady fluctuation characteristics of the pump chamber. Figure 23 is the frequency domain diagram of the pressure fluctuation characteristics for the monitoring points in the ejector nozzle and tube. It can be seen that the pressure fluctuation characteristics of the flow field in the ejector are basically the same as those in the pump chamber. That is, the dominant frequency is the encounter frequency of the rotor and stator cascades. Within the ejector nozzle, the fluctuation amplitude at the dominant frequency decreases gradually along the flow direction. The closer the monitoring point is to the impeller, the greater the pressure fluctuation amplitude. It can be seen from Figure 23b that there are non-negligible fluctuation amplitudes at frequency multiplications of the SPF. The analysis results of Figures 22 and 23 show that the pressure fluctuation characteristics of the flow field in the pump chamber and ejector are the result of combined action, including the interaction of the number of impeller blades, the number of guide vane blades, and the speed of the impeller. The rotor-stator interaction affects not only the unsteady flow characteristics in the impeller and guide vanes, but also the pump chamber and ejector. The analysis results of Figures 22 and 23 show that the pressure fluctuation characteristics of the flow field in the pump chamber and ejector are the result of combined action, including the interaction of the number of impeller blades, the number of guide vane blades, and the speed of the impeller. The rotor-stator interaction affects not only the unsteady flow characteristics in the impeller and guide vanes, but also the pump chamber and ejector.
Conclusions
In this paper, the transient fluctuation characteristics of a flow field in the major flow passage components of a jet centrifugal pump, and the spatial and temporal evolution laws of vortices in rotor-stator cascades were analyzed. The main results are as follows:
(1) Under multiple operating conditions, various scales of flow distortion phenomena occur in the JCP chamber, such as eddies, blockage of the flow passage, recirculation, secondary flow, and circulation, which not only cause great hydraulic loss, but also destroy the flow stability, symmetry, and balance of the other flow passage components' flow fields. This is an important reason for the obviously lower efficiency of JCPs than that of general centrifugal pumps.
(2) The spatial and temporal evolution laws of vortices in rotor-stator cascades are mainly related to the relative positions of impeller blades and guide vane blades; the scale of vortices is not only related to the structures of the impeller blade and guide vane blade, but also to their matching relationship. Therefore, the design of impeller or guide vane geometry and the optimization of the internal flow field of a JCP should focus on the overall matching of rotor and stator cascades.
(3) The pressure fluctuation characteristics in the impeller are mainly determined by the number of guide vane blades and the pump rotation speed; those in the guide vane by the number of impeller blades and the pump rotation speed; and those in the pump chamber and ejector by the numbers of impeller blades and guide vane blades and the pump rotation speed. All of this reflects that the formation mechanism of the unsteady flow field fluctuation characteristics of a JCP is mainly related to the number of blades in the rotor-stator cascades and the operation parameters of the pump.
(4) The fluctuation intensity of the flow field inside the impeller and guide vane is obviously greater than that in other flow areas, reflecting that rotor-stator interaction is the decisive factor affecting the unsteady flow characteristics of a JCP under multiple conditions. 
